
 

 Quick start Charge pump – PM6E 

 

To start up the PM6E take the following steps 

1. Put the unit on a leveled surface 

2. Connect a suction hose on the suction side, and a layflat on the pressure side  

3. Connect the power supply 

4. Turn ground switch ‘on’ 

5. Optional:  Roll out the hose real of the remote control box  

6. Optional:  Connect the remote control box 

7. Make sure the emergency stop button is not enabled 

8. Open little ball valve to bleed air from the circulation pump and close when fluid run out 

9. Start the pump by pushing the ‘start pump’ button (optional: on the remote control box) 

 

! In case of emergency press the emergency stop button 

 

Trouble shooting list 

➢ Check the power supply 

➢ Check phase fault indication 

 

 

 

 


